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FAX/ELECTRONIC                           MEMORANDUM
 
To:         WY-6040, Casper Control Center
 
From:     WY-1100, Deputy Area Manager, Mills WY                                                 /s/ Lyle D. Myler 

SUBJECT:    WATER RELEASE ORDER
                    NPR No. 91-15  (Reservoir releases)
 
GENERAL
Operation and Maintenance (O&M) personnel will perform preventative maintenance testing of the three Seminoe
Spillway Gates.  The Seminoe spillway gates will be exercised by opening each gate approximately 10 percent
and then immediately closing it.  This testing procedure will be performed on only one gate at a time.
 
SEMINOE POWERPLANT

0900 hours – Begin Seminoe Spillway Gate test procedure as directed by Casper Control Center personnel.  This
test procedure will be performed on only one gate at a time.  This test should be completed by 1400 hours.
 
KORTES POWERPLANT

Maintain the Kortes releases of 1,500 cfs.  At no time is the instantaneous release below Kortes Dam to be less
than 500 cfs.
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July 9, 2015

July 9, 2015


