
Electrical Conductivity, UMHOS
Day High Low Mean

1 347 313 335
2 347 341 345
3 344 335 340
4 345 308 330
5 345 342 345
6 346 344 346
7 347 346 347
8 349 346 347
9 347 340 344
10 358 312 341
11 358 331 344
12 358 352 355
13 352 330 343
14 354 328 340
15 347 324 336
16 351 317 332
17 356 328 342
18 355 336 342
19 337 316 329
20 317 304 310
21 0 0 0
22 0 0 0
23 348 317 329
24 337 320 326
25 334 314 320
26 324 300 309
27 300 283 292
28 294 265 275
29 301 255 271
30 303 248 269
31 312 301 309

COMMENT(S):
 0 reading indicates that the station was out of service.
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